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PART 3.  ELECTRICAL DETAILS

Table of Contents

Name of Drawing or Detail Page

Existing 2 Wire Single Phase Meter w\New Pulse Initiator (Detail E-1) ............................................... B-17
Existing 3 Phase Meter w\New Pulse Initiator (Detail E-2) .................................................................. B-17
Existing 3 Phase Meter w\New Pulse Initiator, CTs & PTs at Substation (Detail E-3) .......................... B-17
New 2 Wire Single Phase Meter w\New Pulse Initiator (Detail E-4)..................................................... B-17
New 3 Phase Meter w\New Pulse Initiator (Detail E-5) ....................................................................... B-17
New 3 Phase Meter w\New Pulse Initiator, CTs & PTs at Substation (Detail E-6) ............................... B-17
Current Sensing Relay (Detail E-7) .................................................................................................... B-18
Current Sensing Transducer (Detail E-8)............................................................................................ B-18
Transfer Switch Interface (Detail E-9)................................................................................................. B-18
Remote Location Power Supply – 120 or 240 Volt Single Phase (Detail E-10).................................... B-18
Remote Location Power Supply – Medium Voltage (Detail E-11)........................................................ B-18
Remote Location Power Supply – High Voltage (Detail E-12)............................................................. B-18
Electrical Metering Installation Building Entrance Only (Detail E-13)................................................... B-19
102V Power Connection to FEP (Detail E-14) .................................................................................... B-19
Relay\Contactor Enclosure (Detail E-15) ............................................................................................ B-19
Typical Outdoor Grounding (Detail E-16)............................................................................................ B-19
Ground Rod Connection (Detail E-17)................................................................................................ B-19
Local Alarm Panel (Detail E-18) ......................................................................................................... B-19
Watt Transducer for 3 Phase, 4 Wire Wye System (Detail E-19) ........................................................ B-20
Watt Hour Transducer for 3 Phase, 4 Wire Wye System (Detail E-20) ................................................ B-20
Watt Transducer for 3 Phase, 3 Wire Delta System (Detail E-21) ....................................................... B-20
Watt Hour Transducer for 3 Phase, 3 Wire Delta System (Detail E-22)............................................... B-20
VAR Transducer for 3 Phase, 4 Wire Wye System (Detail E-23) ........................................................ B-20
VAR Transducer for 3 Phase, 3 Wire Delta System (Detail E-24) ....................................................... B-20
Existing 3 Wire Single Phase Meter w\New Pulse Initiator (Detail E-25) ............................................. B-21
New 3 Wire Single Phase Meter w\New Pulse Initiator (Detail E-26)................................................... B-21
Existing Power Meter w\Existing Pulse Initiator (Detail E-27).............................................................. B-21
Phase Angle Transducer for 3 Phase, 4 Wire Wye System (Detail E-28) ............................................ B-21
Power Factor Transducer for 3 Phase, 4 Wire Wye System (Detail E-29) ........................................... B-21
Current Transducer (Detail E-30) ....................................................................................................... B-21
Voltage Transducer (Detail E-31) ....................................................................................................... B-22
Typical Metering Arrangement for 3 Phase, 4 Wire Wye System (Detail E-32).................................... B-22
Typical Metering Arrangement for 3 Phase, 3 Wire Delta System (Detail E-33) .................................. B-22
Watt Transducer for Single Phase (Detail E-34) ................................................................................. B-22
Watt Hour Transducer for Single Phase (Detail E-35)......................................................................... B-22
Existing Power Meter w\Existing KYZ Contacts (Detail E-36).............................................................. B-22
3 Phase Current Transducer (Detail E-37) ......................................................................................... B-23
3 Phase Voltage Transducer (Detail E-38) ......................................................................................... B-23
















